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12.47kV distribution lines were found severed (four cables total). At the time of the writing of 

this report, Exxon Mobil representatives continue to investigate the failures and original cause of 

the pipe rupture and fire. 

This final report was prepared as part of the requirements of the TDD and serves as 

documentation of work completed to date. 
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